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Albemarle County Public Schools 

ENERGY MANAGEMENT AND CONSERVATION  
 

Albemarle County Public Schools is committed to the efficient, cost effective, and 

environmentally responsible use of energy throughout its facilities.  This policy also supports the 

County’s Climate Action Plan goal of reducing community-wide greenhouse gas emissions by 

45% from 2008 levels by 2030 and to achieve zero net emissions by 2050.  This policy is 

intended to support the reduction of energy consumption in Albemarle County Public Schools 

and sustain the commitment to environmental improvement.  The fulfillment of this policy is the 

joint responsibility of support personnel, administrators, teachers, and students.  The Building 

Services Department will maintain accurate records of energy consumption and cost of energy 

on a monthly basis and conduct energy audits to ensure policy implementation.  

 

This energy management and conservation policy shall be communicated to all employees 

of Albemarle County Public Schools, and shall be made available to the public upon request.  
 

Approved: April 23, 2009 

Amended: December 11, 2014; January 8, 2015
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ENERGY MANAGEMENT AND CONSERVATION PROCEDURE 

 

A. Heating, Ventilation, and Air Conditioning (HVAC) 

1. During occupied hours, the buildings will be cooled or heated to a pre-determined 

temperature range: 

▪ Heating Season – 68°F to 72°F 

▪ Cooling Season – 74°F to 78°F 

 

During unoccupied building hours (weekday evenings, weekends, and holidays), the 

heating season temperature will be set back to approximately 58°F to allow 

Albemarle County Public Schools (ACPS) to efficiently and economically conserve 

energy.  During the cooling season, unoccupied cooling during unoccupied hours 

only occurs for dehumidification purposes. 

  

2. Building occupants and staff 

are required to keep windows and outside doors closed while HVAC systems are operational. 

 

3.2.Personal space heaters are prohibited unless approved by Principal or Director and 

supplied by Building Services.  These heaters use an inordinate amount of energy, 

can be a fire hazard, and also work against the pre-settings of the thermostat settings.  

Employees are encouraged to dress for their personal thermal comfort.  

 

4.3.Every opportunity to decrease HVAC system operating times should be considered 

by Building Services staff and building occupants.  HVAC and lighting systems will 

be set in unoccupied modes during weekends, holidays and inclement weather events 

resulting in school cancellation. 

 

5.4.Kitchen staff is responsible for turning off any manual supply, exhaust fans, warming 

ovens, any additional equipment and lighting in the kitchen area when cooking is 

completedat the end of each shift. 

 

6.5.Unit ventilators and registers must be free of all obstructions. 

 

7. Trailer system settings are centrally controlled by Building Services who will turn off 

the systems before holidays, spring break and winter break.   

 

B. Lighting 

1. Lights are to be turned off in unused areas, with the exception of emergency lighting. 

▪ When an employee leaves his/hertheir office, he/shethey should turn all lights 

off. 

▪ Evening cCustodial staff must only turn lights on in classrooms and common 

areas while actively cleaning. 

 

2. If personal desk lamps are utilized, compact fluorescent lamps (CFLs)LED bulbs 

must be used, in place of halogen or incandescent bulbs.   
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3. Occupancy sensors are to be installed where feasible, and shall be specified in all 

construction and renovation projects. 

 

4. All outside lights will be turned off during daylight hours.  

 

5. Lighting in gymnasiums, multi-purpose rooms and cafeterias should not be left on 

unless the areas are being utilized, or going to be used within 30 minutes.   The space 

occupant is responsible for lighting control. 

 

C. Plug Load Plan 

1. All electrical devices (e.g., computers, printers, fax machines, televisions, Smart 

Boards, projectors, copiers, etc.) shall be turned off at the end of each work day by 

the space occupant.   

 

2. Program copiers to go into “sleep mode” after the minimum program period of 

inactivity during work hours. 

 

3. During work hours, all capable PCs should be programmed for the highest energy 

saving mode appropriate for the particular PCs using the power options feature. 

 

4.3.Task and decorative lighting must be turned off when it is not being utilized. 

 

5.4.Any additional or replacement vending machines must be ENERGY STAR® 

qualified.  

 

6.5.Personal appliances for non-instructional purposes are restricted to break rooms or 

teacher lounge areas. 

 

D. After-Hours Event Scheduling 

1. Cooling, heating and lighting for scheduled meetings, events, and athletic 

competitions outside of routine school hours will be provided based on need and a 

scheduled request.  Weekly scheduling should be submitted by the school’s Lead 

Secretary through the Building Services work order system.  The weekly schedule 

will be due by the preceding Thursday at 4:00 pm for events scheduled during the 

following week.only when the event is submitted through FSDirect.   

 

2. For after-hour activities, space usage will be optimized to minimize the number of 

operational HVAC zones. 

 

3. Overrides are to be used only in an emergency situation and only in the portion of the 

building being utilized.  Overrides are currently set for a period of 2 hours.  If a 

school abuses overrides, the override capability may be turned off. 

 

E. Procurement 

1. Products carrying the ENERGY STAR® label shall be preferred for purchases when 

available and permitted by procurement laws and policies. 
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2. If ENERGY STAR® labeled products are not available, the purchase of energy 

efficient equipment should be pursued. 

 

F. Building Envelope 

1. Window, door, roofing and other insulation materials will be annually inspected for 

efficiency (e.g. air-tightness, etc.) by the Building Services Department (or certified 

contractor) in order to evaluate any need for replacement or updating. 

 

2. If applicable, window blinds are to be closed at the end of each day. 

 

G. Energy Efficiency Audits and Building Shutdown 

To ensure this policy is successfully implemented, the Environmental Compliance 

Manager and/or designee(s) will conduct energy audits.  Energy Audit Reports will be 

shared with the school principal and the Director of Building Services.   

 

H. Training 

Energy management training for Building Services and school staff will be conducted by 

the Environmental Compliance Manager and/or designee(s). 

 

I.F.Energy Goals for New Construction and Major Renovations 

New construction and major renovations must establish an Energy Performance Rating 

goal for the facility design using EPA’s Target Finder rating tool to establish aggressive, 

realistic energy targets and rate a building design’s estimated energy usecomply with VA 

HB 2001 for high performance building.       

 
Approved: April 23, 2009 

Amended: December 11, 2014; January 8, 2015 

 

Cross Ref.: FECBA, Energy Efficient Construction   
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